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Configuring option module analog outputs using ION Setup

You can configure option module analog outputs using ION Setup.

Analog outputs are available on the optional /0 modules you can connect to the:
base of your meter.

Calculate your zero scale and full scale values based on the measured value and
the analog output range of your meter.

Make sure that the analog output port that you want to use is properly connected to
an analog receiver.

1. StartION Setup.

2. Open the Setup Assistant for your meter.

3. Navigate to Expansion Module > Option /O Modules and select the module
tab that corresponds to the option module with the analog output you want to

configure.
4. Select the analog output channel and click Edit. The setup screen for that
analog output s displayed.
5. Configure the analog output by seleciing the parameter 4R cicking Edit
Parameter | ValuaRange | Descripion
Zewsae | 00w Tho mininum sourosvalos hatmaiches e i
aneiogoutpt sgnal
Fuse [ oosior Thomaximum sourcs valoe Watmatches e i
aneiogoutpt sgnal
Pon B The physicalanlog vt portconncton.
o Votiage, cutont | Detemines whetherhe analog oupu ' montoring
Vatageorcurent





